INSTALL ISOLATION
VALVES ON BOTH

PITCH SUCTION
TO UNIT

1 3/4" SUCTION

SOLENOID VALVE ‘)/

WIRE TO COND. UNIT

SIGHT GLASS

TEX VALVE FILTER DRIER |~

PITCH SUCTION
LINE TO RISER

EVAPORATOR COIL

FIELD ROUTE REFRIGERANT
WITHIN MECHANICAL ROOM

REFRIGERANT PIPIN

LINES

COND UNIT (TYP.)

SUPPORT REFRIGERANT PIPING ON
/6"x6" TREATED BLOCK AS NECESSARY
1 1/4” LIQUID

7 DOWN WALL

RUN INTO EXISTING PITCH POCKET

AND RESEAL WATER TIGHT.

G DIAGRAM

TYPICAL OF 4 SYSTEMS



